CITY OF LODI

PUBLIC WORKS DEPARTMENT

2" WATER SERVICE
FOR 1-1/2" OR 2" METER

MATERIAL LIST
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FITTING BASIC INLET OUTLET
IZE MANUFACTURER'S NOS.
@A) | S FEATURE  |CONNECTION|CONNECTION UFACTURER'S NOS
SERVICE 2" C.T.S. PE 3408 200 PSI SDR9
PIPE ASTM D-2737
SCH 80 PVC WITH TRACE WIRE, OR
SCH 40 GIP
ANGLE 2" BALL VALVE WITH 2" CTS COMP. 2" AY. MCDONALD 4602B-22
STOP LOCKWING 2 HOLE METER | OR APPROVED EQUAL.
FLANGE
2" BALL VALVE WITH 2" FNPT 2" A.Y. MCDONALD 4604B
LOCKWING 2 HOLE METER | OR APPROVED EQUAL.
FLANGE
METER 1-1/2" BRONZE 2 HOLE FLG 2 HOLE FLG J129
OR2 13" LONG FOR BADGER 120 OR 170
1-1/2" SERVICE
SENSUS SR-BA
17" LONG FOR
o" SERVICE HERSEY 562 OR 572
W/ RUBBER WASHER
COUPLING 1-1/2" FLANGED METER 2 HOLE FLG COMPRESSION ROCKWELL 926 METER
6] OR 2" |COUPLING ADAPTER| WITHOUTRING | COUPLINGTO | COUPLING
MALLEABLE IRON SCH. 80
NIPPLE
SPOOL 1-1/2" PVC SCH. 80 2 HOLE FLG PLAIN END 91/2" LONG FOR 1 1/2" METER
& FLANGE | OR2" & BRONZE FLG. 5 1/2" LONG FOR 2" METER
CUSTOMER 2" BALL VALVE WITH 2" FNPT 2" AY. MCDONALD 4604B
VALVE LOCKWING 2 HOLE METER | OR APPROVED EQUAL.
FLANGE
ALL VALVES MUST HANDLE A.Y. MCDONALD 6120BS
HAVE BRASS HANDLE| OR APPROVED EQUAL.
CUSTOMER 2" PVC SCH. 80 PLAIN END PLAIN END IPS PVC SCHEDULE 80 PER
STUB UNIFORM PLUMBING CODE.
B (SAME SIZE AS SERVICE PIPE)
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